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22RISERS @150MM = 3300MM

TREADS = 300MM

WAIST = 175MM

STAIRCASE 1 NOTES

SECTION K-K THRU STAIRCASE 1 

FROM  GROUND FLOOR TO SECOND FLOOR

(SCALE 1:25)
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DETAIL OF STAIRCASE TYPE 01

FROM GROUND TO FIRST FLOOR
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DETAIL OF STAIRCASE TYPE 01

FROM FIRST TO SECOND FLOOR
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Works Cube

28 days

MM

7 days

Strength N/mm2

MEMBER

1500mm BELOW EXISTING GROUND LEVEL AND ALL

1. FOUNDATIONS SHALL GENERALLY BE TAKEN DOWN

EXCAVATIONS MUST BE CONFIRMED BY THE 

ENGINEER BEFORE CONCRETE BLINDING IS LAID.

a) MASS CONCRETE TO HAVE A MINIMUM WORKS

2. BACK FILL MATERIAL TO BE APPROVED MARRAM 

AND COMPACTED IN 200mm MAX LAYERS 95%MDD.

25mm MAXIMUM AGGRIGATE SIZE.

b) REINFORCED CONCRETE TO HAVE A MINIMUM 

WORKS CUBE STRENGHT OF 25 N/sqmm AT 

28 DAYS WTH 20mm MAXIMUM AGGRIGATE SIZE.

a) HIGH YIELD BARS, DESIGNATED ON THESE DRWS.

REQUIREMENTS OF BS 4483.

b) MILD STEEL TO BE ROUND BARS TO BS 4449.

c) MESH REINFORCEMENTS TO COMPLY WITH THE 

TO BE RIBBED COLD FORMED BARS TO 

5. MINMUM COVER TO ALL STEEL IN:

FOUNDATIONS, STUB COLUMNS & 

CUBE STRENGTH OF 15N/sqmm AT 28 DAYS WITH 

6. ALL DIMENSIONS ARE IN METRIC MILLIMETERS.

GROUND BEAMS=40mm

BEAMS =25mm

COLUMNS =30mm

SLABS =25mm

BS 4461.

4. REINFORCEMENTS.

3. CONCRETE MIXES:

GENERAL  CONCRETE NOTES.
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