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1. This drawing is copyright
2. Do not scale off this drawing

3. All levels and dimensions to be checked on site before any
building work commences

4. Any discrepancies to be reported to the office of the consultant

5. All work to be strictly in accordance to with the standard
specifications and notes

6. This drawing is to be read in conjunction with specifications and all
other relevant drawings

7. Walls below 200mm thick to be reinforced with hoop iron at every
alternate course

8. Depth of foundations to be decided on site

9. pv denotes permanent air vents over doors and windows as
shown on drawings

10. Asingle layer of 3-ply bituminous felt to be provided between
masonry and r.c. work

11.. Drain pipes passing under tarmac, driveways, and buildings to be
encased in 150mm thick concrete sorround

12. All reinforced concrete work to Structural Engineer's drawings

13. All sanitary works to the entire satisfaction of MoH
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7. Walls below 200mm thick to be reinforced with hoop iron at every
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9. pv denotes permanent air vents over doors and windows as
shown on drawings

10. A single layer of 3-ply bituminous felt to be provided between
masonry and r.c. work
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13. All sanitary works to the entire satisfaction of MoH
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6. This drawing is to be read in conjunction with specifications and all
other relevant drawings

7. Walls below 200mm thick to be reinforced with hoop iron at every
alternate course

8. Depth of foundations to be decided on site

9. pv denotes permanent air vents over doors and windows as
shown on drawings

10. A single layer of 3-ply bituminous felt to be provided between
masonry and r.c. work

11.. Drain pipes passing under tarmac, driveways, and buildings to be
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10. A single layer of 3-ply bituminous felt to be provided between
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NOTES

1. This drawing is copyright
2. Do not scale off this drawing

3. All levels and dimensions to be checked on site before any
building work commences

4. Any discrepancies to be reported to the office of the consultant

5. All work to be strictly in accordance to with the standard
specifications and notes

6. This drawing is to be read in conjunction with specifications and a
other rele

nt drawings

alternate course
8. Depth of foundations to be decided on site

9. pv denotes permanent air vents over doors and windows as
shown on drawings

10. A single layer of 3-ply bituminous felt to be provided between
masonry and r.c. work

11. Drain pipes passing under tarmac, driveways, and buildings to be
encased in 150mm thick concrete sorround

12. All reinforced concrete work to Structural Engineefs drawings

13. All sanitary works to the entire satisfaction of MoH

14. All roads, storm water drainage and foul sewerage to

\ Civil Engineer's drawings

7. Walls below 200mm thick to be reinforced with hoop iron at every

all

%

-

~

.

[ Client:

ENABEL LSF
&
MINISTRY OF HEALTH

\

VAN

S

[JObZ

CONSULTANCY SERVICES FOR DESIGN AND
SUPERVISION OF

ARUA REGIONAL REFERRAL HOSPITAL

REF No. UGA20003-10017

WORKS FOR CALL AND DISPATCHCENTRE IN

~

STUDIONE DESIGN GROUP Ltd

nmuu GROUP

ARCHITECTURE| PROJECT MANAGEMENT| ENGINEERING| LANDSCAP!

ro. KAMPALA, UGANDA
Kintu -

/Drawing Name

Low level kitchen unit

CONSTRUCTION DRAWINGS

Drawn by Checked by
ES ES
Date Scale
02nd, MAR, 2023 AS INDICATED ON DRAWING
Paper size Drawing No
A3
AN J

Arch . Ssinabulya Emmanuel

ARC Reg No. 223 pCNo. 23041




600

R

wall thickness refer to plan————

finish to schedule

100

—

Ceramic wall tiles to upper part of

wall up to finishes schedule

N

100

A4

wash hand basin or sink to vanity top

10mm thick Granite

finish on 100mm conc. slab

10mm thick Granite

o — —
Q9
o
LN
s\
L
o
S
o
o
LN
©

finish on fascia

l% finished floor finish

A[74]02 VANITY TOP DETAIL

NOTES

1. This drawing is copyright
2. Do not scale off this drawing

3. All levels and dimensions to be checked on site before any
building work commences

4. Any discrepancies to be reported to the office of the consultant

5. All work to be strictly in accordance to with the standard
specifications and notes

6. This drawing is to be read in conjunction with specifications and all
other relevant drawings

7. Walls below 200mm thick to be reinforced with hoop iron at every
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8. Depth of foundations to be decided on site

9. pv denotes permanent air vents over doors and windows as
shown on drawings

10. A single layer of 3-ply bituminous feltto be provided between
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