
2 Gang1way switch.

1 Gang 1way switch.

2 Gang 2way switch.

1 Gang 2way switch.

16W Security bulkhead to IP65 (Type S)S
L

3 Gang 2way switch.

P
L

Surface 14W LED downlight  to IP54 (Type P)

18W 3000K Architectural LED Pendant to IP40 (Type D)

Intermediate switch.

F4

L
28W LED 600x600mm light (Type F4)

SWITCHED-SOCKET-OUTLETS  AND  SOCKET  OUTLETS IN  OFFICES  AND CORRIDORS  SHALL,  UNLESS
OTHERWISE  SPECIFIED,  BE  FIXED 300MM ABOVE FINISHED FLOOR LEVEL TO UNDERSIDE OF FITTINGS.

THE  APPROXIMATE  POSITIONS  OF  LIGHTING  FITTINGS,  SOCKET OUTLETS,  MAIN  SWITCHGEAR  AND
DISTRIBUTION  BOARDS  SHALL  BE INDICATED ON THE DRAWINGS

THE CONTRACTOR SHALL DETERMINE THE EXACT POSITIONS OF ANY CONDUIT  RUNS,  WHEN  NECESSARY,  IN
CONSULTATION  WITH THE ENGINEER AND WITH THE LOCAL POWER SUPPLY AUTHORITY.

SWITCHGEAR, DISTRIBUTION BOARDS AND CONSUMER UNITS SHALL, UNLESS DETAILED TO THE CONTRARY, BE
MOUNTED WITH THE LOWER EDGE 2000MM FROM THE FINISHED FLOOR LEVEL.

LIGHT  SWITCHES,  OTHER  THAN  CEILING  SWITCHES,  SHALL  BE FIXED AT 1400MM TO CENTRE OF SWITCH
ABOVE FINISHED FLOOR LEVEL.

ISOLATORS  AND  SWITCH  FUSES  OTHER  THAN  THOSE MOUNTED  ON BUS  BAR  CHAMBERS  OR  PROVIDING
LOCAL  CONTROL  SHALL  BE UNLESS OTHERWISE STATED ON THE DRAWINGS, FIXED AT 1400MM
FROM FINISHED FLOOR LEVEL TO UNDERSIDE OF FITTING.

ON A FLAT CEILING WITH ON OBSTRUCTIONS, THE RADIUS OF PROTECTION OF FIRE DETECTORS IS 7.5M FOR A
SMOKE DETECTOR AND 5.3M FOR A FIRE DETECTOR, AND SHOULD BE MOUNTED 0.5M FROM WALL
STANDARD SMOKE DETECTORS SPACING IS 10.5M AND 7.5M FOR HEAT DETECTORS

HAND UNDER DRYER SHELL BE INSTALLED  AT 1170mm for Men,1120mm for Women & 940mm for PDW

EXIT
L

Exit light ( Type EXIT)

DESCRIPTIONSYMBOL

D
L

Surface 14W LED downlight  to IP40 (Type C)C
L

A[00] DETAILS

A[01] DETAILS

L[74]

SIMULATION
ROOM

terrazzo f.f
A= 18m2 

 LOBBY
Terrazzo f.f
A= 43.4m2 

MALE DONNING
cer.tile f.f
A= 9.8m2 

FEMALE DONNING
cer.tile f.f
A= 10.2m2 

UNISEX
LOUNGE
terrazzo f.f
A= 23.8m2 

FWC
cer. tile f.f
A: 6.7m2 

MALE REST ROOMS
terrazzo f.f
A= 9.4m2 

PASSAGE
Terrazzo f.f
A: 47.1m

2 

FEMALE REST
ROOMS
terrazzo f.f
A= 9.4m2 

AMBULANCE DISPATCH
 terrazo f.f
A= 27m2 

IN-CHARGE
Terrazzo f.f
A= 9.1m2 

MEDICAL SUPPLY STORE
terrazzo f.f   A= 05m2 

EMS OFFICE
Terrazzo f.f  A= 7.9m2 

JANITOR
terrazo f.f    A= 4.8m2 

LOBBY
terrazzo f.f

A=5m2 

DRIVER
DISPATCH

AREA
Terrazzo f.f
A= 6.9m2 

ENTRY / EXIT LOBBY
A= 15m2 

WC
cer.tile f.f
A= 3.1m2 

SH
cer.tile f.f
A= 3.2m2 

W
C

ce
r.t

ile
 f.

f
A=

 4.
1m

2  

WC
cer.tile f.f
A= 3.1m2 

MWC
cer.tile f.f
A: 7.3m2 

PWD
cer.tile f.f
A: 3.0m2 

AIRLOCK
cer.tile f.f
A: 2.0m2 

COURTYARD
A: 46.4m2 

SOLAR ROOM
terrazzo f.f A= 03m2 

MALE DOFFING
cer.tile f.f
A= 7.0m2 

FEMALE DOFFING
cer.tile f.f
A= 08m2 

70 70 

RECEPTION

DECISION /
SITAUTION ROOM
Terrazzo f.f  A= 10.68m2 
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 125A,6-WAY TPN MAIN DISTRIBUTION BOARD for GROUND FLOOR

C1R-5

C1R-2

C1R-3

C1R-4

C1R-1

WIRED BY 4x35mm²
PVC/SWA/PVC  COPPER CABLES

C1R-6

100A

Wired by 4x25mm²
PVC/SWA/PVC copper cables TO FIRST FLOOR

C1R-7

C1R-8

C1R-9

125A

C1R-10

C1R-11

C1R-12

20A
TO HAND DRYERWired by 3x2.5mm² SC PVC-I

copper cables in PVC conduits

C1R-13

C1R-14

32A TO SOCKETS
Wired by 3x2.5mm² SC PVC-I copper
cables as a ring in PVC conduits

32A TO SOCKETS
Wired by 3x2.5mm² SC PVC-I copper
cables as a ring in PVC conduits

20A
TO HAND DRYERWired by 3x2.5mm² SC PVC-I

copper cables in PVC conduits

10A
TO LIGHTSWired by 3x2.5mm² SC PVC-I

copper cables in PVC conduits

10A
TO LIGHTSWired by 3x2.5mm² SC PVC-I

copper cables in PVC conduits

10A
TO LIGHTSWired by 3x2.5mm² SC PVC-I

copper cables in PVC conduits

R

Y
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Y

B SPARE

SPARE

SPARE

SPARE
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 100A,6-WAY TPN MAIN DISTRIBUTION BOARD for FIRST FLOOR

C1R-5

C1R-2

C1R-3

C1R-4

C1R-1

WIRED BY 4x25mm²
PVC/SWA/PVC  COPPER CABLES

C1R-6

C1R-7

C1R-8

C1R-9

100A

C1R-10

C1R-11

C1R-12

20A
TO HAND DRYERWired by 3x2.5mm² SC PVC-I

copper cables in PVC conduits

C1R-13

C1R-14

32A TO SOCKETS
Wired by 3x2.5mm² SC PVC-I copper
cables as a ring in PVC conduits

32A TO SOCKETS
Wired by 3x2.5mm² SC PVC-I copper
cables as a ring in PVC conduits

20A
TO HAND DRYERWired by 3x2.5mm² SC PVC-I

copper cables in PVC conduits

10A
TO LIGHTSWired by 3x2.5mm² SC PVC-I

copper cables in PVC conduits

10A
TO LIGHTSWired by 3x2.5mm² SC PVC-I

copper cables in PVC conduits

R

Y

B

R

Y

B

R

Y

B

R

Y

B

SPARE

SPARE

10A
TO LIGHTSWired by 3x2.5mm² SC PVC-I

copper cables in PVC conduits

32A TO SOCKETS
Wired by 3x2.5mm² SC PVC-I copper
cables as a ring in PVC conduits

10A
TO LIGHTSWired by 3x2.5mm² SC PVC-I

copper cables in PVC conduits

20A
TO WATER
HEATER

Wired by 3x2.5mm² SC PVC-I
copper cables in PVC conduits

45A
Wired by 3x6.0mm² SC PVC-I
copper cables in PVC conduits
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SERVICES FOR DESIGN AND SUPERVISION OF WORKS FOR
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6kg Carbondioxide type,wall mounted
fire extinguisher as ANGUS CS6HH, or
equal approved

CO2

DESCRIPTION

DB Distribution Board

AS Alarm Sounder

BG Break Glass Unit.

DPS
Double pole switch

CCTV

C
C

TV CCTV - Bullet Type

FAZP ZP Fire alarm panel

SD Smoke Detector

H
HD

Hand Dryer

HD Heat Detector

2

W
S Socket outlet on Wall

C

2

T
S

Twin Data Point
T Voice Point

Socket outlet on Trunking

CCTV - Dome Type

PABOX
PABX

PJTOR

Projector

NVR Network Video Decoder

CCTV
CCTV Mornitor.

9kg Monoammonium phosphate Grade
IAIB dry powder type, cartridge
operated,wall mounted fire extinguisher
as ANGUS , or equal approved

FEP

HDMI High Definition Media Interface

SYMBOL

167 x 50mm 3 Section PVC Trunking

X
Power,Voice & Data outlet

A[00] DETAILS

L[74]

SIMULATION
ROOM

terrazzo f.f
A= 18m2 

 LOBBY
Terrazzo f.f
A= 43.4m2 

MALE DONNING
cer.tile f.f
A= 9.8m2 

FEMALE DONNING
cer.tile f.f
A= 10.2m2 

UNISEX
LOUNGE
terrazzo f.f
A= 23.8m2 

FWC
cer. tile f.f
A: 6.7m2 

MALE REST ROOMS
terrazzo f.f
A= 9.4m2 

PASSAGE
Terrazzo f.f
A: 47.1m

2 

FEMALE REST
ROOMS
terrazzo f.f
A= 9.4m2 

AMBULANCE DISPATCH
 terrazo f.f
A= 27m2 

IN-CHARGE
Terrazzo f.f
A= 9.1m2 

MEDICAL SUPPLY STORE
terrazzo f.f   A= 05m2 

EMS OFFICE
Terrazzo f.f  A= 7.9m2 

JANITOR
terrazo f.f    A= 4.8m2 

LOBBY
terrazzo f.f

A=5m2 

DRIVER
DISPATCH

AREA
Terrazzo f.f
A= 6.9m2 

ENTRY / EXIT LOBBY
A= 15m2 

WC
cer.tile f.f
A= 3.1m2 

SH
cer.tile f.f
A= 3.2m2 

W
C

ce
r.t

ile
 f.

f
A=

 4.
1m

2  

WC
cer.tile f.f
A= 3.1m2 

MWC
cer.tile f.f
A: 7.3m2 

PWD
cer.tile f.f
A: 3.0m2 

AIRLOCK
cer.tile f.f
A: 2.0m2 

COURTYARD
A: 46.4m2 

SOLAR ROOM
terrazzo f.f A= 03m2 

MALE DOFFING
cer.tile f.f
A= 7.0m2 

FEMALE DOFFING
cer.tile f.f
A= 08m2 

70 70 

RECEPTION

DECISION /
SITAUTION ROOM
Terrazzo f.f  A= 10.68m2 

duct

123456

D
O

W
N

U
P20R x 175   

19G x 250   

1

2

3

4

5

6

7

DOWN

UP

20
R

 x
 1

73
   

19
G

 x
 2

55
   

ramp

2

W

S

2

W

S

2 W

S
TV

2W

S

2 W

S

SD

SD

SD

SD

SD

FA
ZP

ZP

DB EARTH
MH

M

METER

ASBG

PABX

CO2
FEP

C
O

2
FE

P

2 W

S

C
T

2T
S

C
T

2T
S X X

SD

C
T

2T
S

2

W

S

2 W

S

SD

SD

DPS

HHD

DPS

H HD
2

W

S

DPS

H HD

2

W

S

2

W

S

gutter down pipe

gutter

A

B

C

D

E

F

G

H

J

L

I

K

3

3

A

B

C

D

E

F

G

H

J

L

I

K

1

1

2

2

4

4 5'

53

3

3

3

AT 

AT 

AT 

TB MH
EE

DC

TB
MH
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DC

HC

HC

HC

360W PEAK POWER
SOLAR PANEL
(1000x1700)mm

360W PEAK POWER
SOLAR PANEL
(1000x1700)mm

360W PEAK POWER
SOLAR PANEL
(1000x1700)mm

360W PEAK POWER
SOLAR PANEL
(1000x1700)mm

360W PEAK POWER
SOLAR PANEL
(1000x1700)mm

360W PEAK POWER
SOLAR PANEL
(1000x1700)mm

360W PEAK POWER
SOLAR PANEL
(1000x1700)mm

360W PEAK POWER
SOLAR PANEL
(1000x1700)mm

360W PEAK POWER
SOLAR PANEL
(1000x1700)mm

360W PEAK POWER
SOLAR PANEL
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360W PEAK POWER
SOLAR PANEL
(1000x1700)mm

360W PEAK POWER
SOLAR PANEL
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360W PEAK POWER
SOLAR PANEL
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360W PEAK POWER
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360W PEAK POWER
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360W PEAK POWER
SOLAR PANEL
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360W PEAK POWER
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360W PEAK POWER
SOLAR PANEL
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360W PEAK POWER
SOLAR PANEL
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360W PEAK POWER
SOLAR PANEL
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LEGEND
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AT

HC
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AIR TERMINAL

TEST CLAMP

INSPECTION MANHOLE

EARTH ELECTRODE

HORIZONTAL CONDUCTOR

DOWN CONDUCTOR

Test Block.

Earth Electrode.

DC

Earthing Detail

Manhole
300x300x300mm
internal dimensions
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WIRED BY 3x16mm²PVC/SWA/PVC
COPPER CABLES

INVERTER

TO LIGHTS

TO LIGHTS (SECURITY)
10A

Wired by 3x1.5mm² sc pvc-I copper
cables in pvc concealed conduits

TO SPARE

63A,6WAY SPN INVERTER BOARD FOR GROUND FLOOR

63A
WIRED BY 3x10mm²PVC/SWA/PVC
COPPER CABLES

FROM
DISTRIBUTION BOARD

TO LIGHTS

10A
Wired by 3x1.5mm² sc pvc-I copper
cables in pvc concealed conduits

10A
Wired by 3x1.5mm² sc pvc-I copper
cables in pvc concealed conduits

10A
Wired by 3x1.5mm² sc pvc-I copper
cables in pvc concealed conduits

10A
Wired by 3x1.5mm² sc pvc-I copper
cables in pvc concealed conduits

TO LIGHTS

TO LIGHTS
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SERVICES FOR DESIGN AND SUPERVISION OF WORKS FOR
CALL & DISPATCH CENTRE IN ARUA REGIONAL
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